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NOTE: This gui de specification covers the
requirenents for a three coat epoxy system for
interior coating of newy constructed, Ar Force
bul k fuel storage tanks. For mai ntenance coating
design, see notes herein. Severe corrosion and
corrosion pitting is not addressed in this

speci fication.
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NOTE: This revision "D' to NFGS-09973 follows a
conpl ete review of the previous version. The text
is revised throughout, according to that review

EE R R R R R R R R R R R R R R R R R R R R R R R R R O R
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NOTE: This specification should be edited by
personnel famliar with protective coatings and
coating specifications. Conpletion of SSPC Course
"C-1 Fundanental s of Protective Coatings For

I ndustrial Structures,"” or equivalent, is considered
a mniml qualification, along with appropriate
specification witing experience.

EE R R R R R R R R R R R R R R R R R R R R R R R R R R O R
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NOTE: This specification is identical to the Navy
Fuel Tank Specification, NFGS 09970, except the Ar
Force uses an epoxy topcoat.
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NOTE: The netric standard for neasuring coating
thickness is mcrons (25.4 nmicrons=1 m!| - use
nom nal 25 microns=1 ml).

EE R R R R R R R R R R R R R R R R R R R R R R R R R O R
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NOTE: The desi gner should not alter the products and
processes specified herein w thout careful
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eval uati on.
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NOTE: This specificationis for a 3 Coat, thin film
system which is conpliant with EPA VOC regul ati ons
as of June 2000.

- Epoxy Coats 350 g/l 2.8#/ gal max. VCC

The designer shall review state and | ocal
regul ati ons and determ ne whether the coating in
this Section conplies with restrictions on volatile
organi ¢ conponents (VOC) and other chenica
constituents.

EE R R R R R R R R R R R R R R R R R R R R R R R R O R
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NOTE: Previous versions of this specification have
i ncluded a requirenent for surfaces to be abrasive
bl asted to SSPC SP 7, inspected, and repaired, prior
to coating. That requirenment has been renoved from
this specification, and if required for a repair
project, it should be included in the structura
repair Section of the project specification. Tailor
t he paragraph to the needs of cleaning that will be
required in preparation for repairs, and note that
the abrasive blasting for inspection should be
acconplished in such a manner that it does not
conflict with any surface condition requirenents in
this Section, such as creating excessive surface
profile that may require excessive priner thickness.

For repair projects, specify appropriate portions
of the steel surfacing requirenents (according to
NACE RPOL78) from NFGS 13205
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NOTE: Designs for fuel tank linings should be based
on recent inspections. \Werever possible, a coating
i nspection, or coating condition survey (CCS), as
described in NFGS 09971, should be acconplished
prior to designing a coating project for fuel tank
interiors. The hazard of designing a project
without a recent inspection is that there is little
way of knowi ng the condition of the coating system
or the steel surfaces, w thout conpetent inspection
It is not always cost effective to replace the
entire coating systemin a fuel tank, however, this
is the tendency in preparing a design wthout
i nspection results.

Do not provide general overcoat to a fuel tank
lining unless reconmended in a CCS to add corrosion
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protection. Provide conplete renoval and

repl acenent, or repairs to existing, as deened
appropriate. Overcoating the interior of a tank is
generally a liability unless extraordi nary neasures
are taken to ensure adhesion to the old coating,
regardl ess of whether it is epoxy or urethane.

EE R R R R R R R R R R R R R R R R I R R R R I R
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NOTE: Designers are encouraged to contact J. H
Brandon, LANTNAVFACENGCOM 1613G, 757 322-4645
brandonj h@f dl ant. navfac. navy.m | prior to beginning
a new Navy design.
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NOTE: Designers are encouraged to contact the Air
Force Civil Engineering Corrosion Program Manager at
HQ AFCESA/ CESM 139 Barnes Drive, Ste 1, Tyndal

AFB, FL 32403, Tel 850-283-6217, prior to beginning
new Air Force design

EE R R R R R R R R R R R R R R R R R R R R R R O R

PART 1 GENERAL

1

1 REFERENCES
The publications listed below forma part of this specification to the
extent referenced. The publications are referred to in the text by the
basi ¢ designation only.

AMERI CAN PETROLEUM | NSTI TUTE (APl )Org
APl 650 (1998) Wl ded Steel Tanks for G| Storage

APl 653 (1997 Am 2) Tank I nspection, Repair,
Alteration, and Reconstruction

AMERI CAN SCCI ETY FOR TESTI NG AND MATERI ALS ( ASTM

ASTM D 3276 (1996) Standard Guide for Painting
I nspectors (Metal Substrates)

ASTM D 3925 (1991) Sanpling Liquid Paints and Rel at ed
Pi gnent ed Coati ngs

ASTM D 4285 (1999) Indicating Gl or Water in
Conpressed Air

ASTM D 4417 (1993) Field Measurenent of Surface
Profile of Blast C eaned Steel

CODE OF FEDERAL REGULATI ONS ( CFR)

29 CFR 1910. 134 Respiratory Protection
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29 CFR 1910. 1000 Ai r Contami nants
29 CFR 1910- SUBPART Z Toxi ¢ and Hazardous Substances
29 CFR 1926.59 Hazard Communi cati on

FEDERAL STANDARDS ( FED- STD)

FED- STD- 595 (Rev. B) Colors Used in Governnent
Pr ocur enent

M LI TARY SPECI FI CATI ONS ( MS)

M L- A- 22262 (Rev. B) Abrasive Blasting Media Ship Hull
Bl ast C eani ng

M L- DTL- 24441 (Rev. C; Supp. 1) Paint, Epoxy-Pol yam de

M L- DTL- 24441/ 29 (Rev. A) Paint, Epoxy-Polyani de, G een

Primer, Formula 150, Type 1V

M L- DTL- 24441/ 31 (Rev. A) Paint, Epoxy-Polyam de, Wite,
Fornmul a 152, Type IV

NATI ONAL ASSOCI ATI ON OF CORROCSI ON ENG NEERS | NTERNATI ONAL ( NACE)
NACE RP0178 (1995) Fabrication Details, Surface Finish
Requi renents, and Proper Design

Consi derations for Tanks and Vessels to be
Li ned for | nmrersion Service

NACE RP0188 (1999) Discontinuity Testing of Protective
Coat i ngs

STEEL STRUCTURES PAI NTI NG COUNCI L ( SSPC)

SSPC AB 2 (1999) d eanliness of Recycled Ferrous
Metal lic Abrasives

SSPC AB 3 (1997) Newly Manufactured or
Re- Manuf act ured Steel Abrasives

SSPC Guide to VIS 1 (1989) Guide to Visual Standard for
Abr asi ve Bl ast O eaned Steel

SSPC VIS 1 (1989) Visual Standard for Abrasive Bl ast
O eaned Steel (Standard Reference
Phot ogr aphs)

SSPC SP COM (2000) Surface Preparation Conmentary

SSPC SP 1 (1982) Sol vent d eani ng
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SSPC SP 5
SSPC SP 7

SSPC PA 1

SSPC PA 2

SSPC Cui de 12

SSPC QP 1

1.2 DEFI NI TI ONS

(1994) White Metal Blast d eaning
(1994) Brush-Of Blast d eaning

(2000) Shop, Field, and M ntenance
Pai nti ng

(1997) Measurenent of Dry Paint Thickness
with Magnetic Gages

(1998) Guide for Illumnation of
I ndustrial Painting Projects

(1998) Evaluating Qualifications of
Pai nting Contractors (Field Application to
Compl ex I ndustrial Structures)

Definitions are provided throughout this Section, generally in the Article
where used, and denoted by capital letters. The follow ng definitions are
used t hroughout this Section

a. CEILING - interior tank surfaces that extend fromthe
hori zontal plane at the designated maxi nrum fuel |ine upward,
i ncluding the upper portion of the tank shell (walls), colums,

structural steel

t he underside of the roof plates and other stee

conponents in this area

b. SHELL - interior tank surfaces that extend along the vertica
tank walls between the horizontal planes approximately 1 nmeter 40
i nches above the shell to bottomjoint upward to the horizontal

pl ane at the designated fuel line, including colums, wall plates,
and ot her steel conponents in this area.

c. FLOOR - interior tank surfaces bel ow the horizontal plane
approximately 1 nmeter 40 inches above the shell to bottomjoint,

i ncl udi ng col umms,

wal | plates, piping, pipe supports, bottom

pl ates, and other steel conponents in this area.

1.3 SUBM TTALS

EE R R R R R R R R R E R R R R R R R R R R E R R R R R R O R

NOTE: Where a "G' in subnittal tags follows a

subm ttal item

it indicates Governnent approval for

that item Add "G' in submittal tags follow ng any
added or existing subnmittal itens deened
sufficiently critical, conplex, or aesthetically
significant to nmerit approval by the Governnent.
Submittal itens not designated with a "G' will be
approved by the QC organizati on.

EE R R R R R R R R R R R R R R R R R R R R R R R R R I

Submit the following in accordance with Section 01330, "Subnitta
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Procedures. "
SD- 05, Design Data
Envi ronnmental Control System G
Use of Door Sheet Access Way; G
SD- 06 Test Reports
Coating Sanple Test Reports; G
Abrasi ve Sanple Test Reports; G
Daily Inspection Reports; G
Recycled Metallic Abrasive Field Test Reports (Daily and Wekly); G
SD-07 Certificates
Wrk Plan; G
Qualifications of Certified Industrial Hygienist (CIH; G
Qualifications of Testing Laboratory for Coatings; G
Qualifications of Testing Laboratory for Abrasive;, G
Qualifications of Coating Contractors; G
Qualifications of Coating Manufacturer's Representative; G
Roof Joint Seal ant Materials; G
Roof Joint Seal ant Conpatibility; G
Epoxy Coating Materials; G
Non-metal | i c Abrasive; G
Metallic Abrasive; G
SD- 08 Manufacturer's Instructions
Roof Joint Seal ant Instructions; G
Coating SystemlInstructions; G
SD-11 C oseout Submittals
Di sposal of Used Abrasive; G

I nspection Logbook; G
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1.4  QUALI TY ASSURANCE
1.4.1 Desi gn Data
1.4.1.1 Envi ronmental Control System

Submit design details of the proposed environmental control systemto

i nclude ventilation, humdity control, and tenperature regulation. Provide
calculations for humidity control during separate surface preparation and
coating application procedures, ventilation requirenents during coating
application, and nmaxi nrum al | owabl e coating application rates to coinci de
with ventilation. Include basis of design data on | ocal conditions.
Provi de equi pnent | ayout sketches and procedures showi ng function of each
pi ece of equipnent and fail-safe neasures. A Certified Industria

Hygi eni st shall approve cal cul ati ons, work procedures and persona
protective equi pnent.

1.4.1.2 Use of Door Sheet Access Way

If use of a door sheet access way is desired, submt design draw ngs and
cal cul ati ons that address all aspects of the door sheet opening in
accordance with APl 653 and APl 650, including cutting of door sheet, tank
stabilization, door sheet replacenment, weld testing, and final acceptance.
A regi stered engi neer shall approve all calcul ati ons and procedures.

1.4.2 Test Reports
1.4.2.1 Recycl ed Metallic Abrasive Field Test Reports (Daily and Wekly)

Submit test results fromindependent |aboratory of daily and weekly Quality
Control testing required by SSPC AB 2.

1.4.3 Certificates

1.4.3.1 Wor k Pl an

EE R R R R R R R R R R R R R R R R R R R R R R R R O R

NOTE: For nmmi ntenance pai nting, add requirenent for
pre-work determination of the existing surface
profile. |If paint renoval is specified in another
Section, such as a blast cleaning prior to

i nspection or repair, or in the |lead renoval

Section, include this evaluation of existing profile
such that the paint renoval operation does not
create excessive profile.

EE R R R R R R R R R R R R R R R R R R R R R R R I R

EE R R R R R R R R R E R R R R R REEERERE R EEEE R R E R R R R R

NOTE: Choose the options pertaining to the floating
pan that apply to the project. The pan should be
renoved for any significant coating work on the
SHELL and CEILING and for all but mnor repairs on
t he FLOOR

EE R R R R R R R R R R R R R R R R R R R R R R R R O O R
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Submit a witten plan describing in detail all phases of the coating
operations. Address work sequencing, surface preparation, coating
application, recoat and cure time projections, as well as how each step
will be controlled, tested, and evaluated. [Describe process of

determ ning the existing surface profile under paint, and procedures for
ensuring that the profile is not increased beyond the naxi mum profile
specified herein. ]Describe equiprment and nethods used to neasure tank
tenperatures and hum dity. Provide detail ed procedures, including
manufacturer's instructions, for repairing defects in the coating filmsuch
as runs, drips, sags, holidays, overspray, etc. Address safety neasures,
wor k schedul i ng based on expected weat her condition extrenes, and record
keeping. [Describe nethod of renoving floating pan and preparing for
re-installation. ][Describe nmethod of floating pan installation after tank
lining has been applied and cured, how the coated floor and shell surfaces
will be protected during pan installation, and how damaged coating will be
repaired after pan installation.] [Describe howthe floating pan will be
protected, and procedures for evaluating and repairing danage to pan. The
floating pan shall not be used as staging or as a work

platform]|[ ]

1.4.3.2 Qualifications of Certified Industrial Hygienist (ClH)

Submit nane, address, tel ephone nunber, FAX nunber, and e-mail address of

t he i ndependent third party CIH  Submit docunentation that hygienist is
certified by the American Board of Industrial Hygiene in conprehensive
practice, including certification nunber and date of
certification/recertification. Provide evidence of experience with hazards
i nvol ved in industrial coating application work.

1.4.3.3 Qualifications of Testing Laboratory for Coatings

Submit nane, address, tel ephone nunber, FAX nunber, and e-mail address of
t he i ndependent third party | aboratory selected to performtesting of
coating sanples for conpliance with specification requirenents. Submt
docunentation that laboratory is regularly engaged in testing of paint
sanmpl es for conformance with specifications, and that enpl oyees perform ng
testing are qualified.

1.4.3.4 Qualifications of Testing Laboratory for Abrasive

Submit nane, address, tel ephone nunber, FAX nunber, and e-mail address of

t he i ndependent third party | aboratory selected to performtesting of
abrasive for conpliance with specification requirenents. Submt
docunentati on that |aboratory has experience in testing sanples of abrasive
for conformance with specifications, and that enpl oyees performng testing
are qualified.

1.4.3.5 Qualifications of Coating Contractors

EE R R R R R R R R R R R R R R R R R R R R R R R R R O R

NOTE: For projects in continental US, Hawaii,
Al aska, and Puerto Rico, coating contractor requires
SSPC Certification. Use in other |ocations where
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qualified US contractor is desired. |If project

i nvol ves renoval of paint containing hazardous

mat eri al s, add requirenent for SSPC QP-2
certification in section of specification where the
hazardous paint renoval is specified, generally NFGS
13283.

EE R R R R R R R R R R R R R R R R I R R R R I R

EE R R R R R R R R R R R R R R R R R R R R R I R

NOTE: Solicitations requiring SSPC Certification
shoul d point out the existence and | ocation of the
certification requirenent in the specification
SSPC Certification is a special responsibility
requi renent pursuant to FAR 9.104-2. This is

anal ogous to requiring bidders to have a specified
| evel of experience or expertise, and the Genera
Accounting O fice has sustained these types of
speci al requirenents.

EE R R R R R R R R R R R R R R R R R R R R R R R I

[ ALl contractors and subcontractors that perform surface preparation or
coating application shall be certified by the Society for Protective
Coatings (fornmerly Steel Structures Painting Council) (SSPC) to the
requi renents of SSPC QP 1 prior to contract award, and shall renmmin
certified while acconplishing any surface preparation or coating
application. The painting contractors and painting subcontractors nust
remain so certified for the duration of the project. |If a contractor's or
subcontractor's certification expires, the firmwll not be allowed to
performany work until the certification is reissued. Requests for
extension of tinme for any delay to the conpletion of the project due to an
i nactive certification will not be considered and |iqui dated damages wil |
apply. Notify the Contracting Oficer of any change in contractor
certification status.

I

EE R R R R R R R R R R R R R R R R R R R R R R I R R R O R

NOTE: When using the contractor qualification
clause rather than the SSPC Certification
requirenent, edit to require appropriate experience.

EE R R R R R R R R R R R R R R R R R R R R R R O R

Submit the nane, address, telephone nunber, FAX nunber, and e-nmil address
of the contractor that will be performng all surface preparation and
coating application. Subnit evidence that key personnel have successfully
perfornmed surface preparation and application of tank linings in welded
petrol eum storage tanks on a mninumof three separate projects within the
past three years. List information by individual and include the follow ng:

a. Nane of individual and proposed position for this work.

b. Information about each previous assignment in a welded petrol eum
storage tank including:

Position or responsibility

SECTI ON 09973 Page 13



Enpl oyer (if other than the Contractor)

Nanme of tank owner

Mai | i ng address, tel ephone nunber, and tel ex nunber (if
non- US) of tank owner

Nane of individual in tank owner's organi zati on who can be
contacted as a reference

Location, size and description of tank

Dates work was carried out

Description of work carried out in tank

1[1.4.3.6 Qualifications of Coating Manufacturer's Representative

EE R R R R R R R R R R R R R R R R R R R I R R R I O R

NOTE: The inclusion of a manufacturers
representative in the pre-application neeting is
encouraged and is considered justified for |arge
projects. For snaller projects, the NACE inspector
can interface with the manufacturer for required

i nformati on and gui dance.

EE R R R R R R R R R R R R R R R R R R R R R R R I

Evi dence of experience and training of the Coating Manufacturer’s
Representative(s) shall include literature docunmenti ng nane, phone nunber
and address, a statenent fromthe coating manufacturer certifying that the
representative has successfully conpleted all of the manufacturer’s
training for material storage, mxing, application, and testing, and has
been directly involved in evaluation and application of industrial coatings
on a mninmmof 10 steel structures within the last 5 years, and is not an
enpl oyee of the Contractor. The nanufacturer's representative shall advise
on surface preparation, inspections, surface repair materials and net hods,
mat eri al handling, batching and m xing, application, curing, and testing.

11.4.3.7 Roof Joint Seal ant Materials

Provi de manufacturer's certification of confornance to contract
requi renents.

1.4.3.8 Roof Joint Seal ant Conpatibility

Provi de manufacturer's certification that the selected joint sealant is
conpatible with the epoxy priner.

1.4.3.9 Epoxy Coating Materials
Provi de manufacturer's certification that the epoxy lining materials are
currently approved by the Naval Sea Systens Conmand and |isted on the
Qualified Products Lists (QPL) for the specified naterials.

1.4.3.10 Non-netal I i c Abrasive
Provi de manufacturer's certification that the materials are currently

approved by the Naval Sea Systens Conmand and |isted on the Qualified
Products Lists (QPL) for the specified naterials.
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4,.3.11 Metal lic Abrasive

Provi de manufacturer's certification of confornance to contract
requi renents and provide copies of test results.

4.4 Product Data
4.4.1 Roof Joint Seal ant |nstructions

Submit nanufacturer's printed instructions including detailed m xing and
application procedures, mninmum and maxi mum application tenperatures, and
curing procedures. Include Materials Safety Data Sheets (MSDS) for
materials to be used at the job site in accordance with 29 CFR 1926. 59.

4.4.2 Coating System Instructions

Submit nanufacturer's printed instructions including detailed m xing and
application procedures, nunber and types of coats required, mninmm and
maxi mum appl i cati on tenperatures, and curing procedures. Include Materials
Safety Data Sheets (MSDS) for nmaterials to be used at the job site in
accordance with 29 CFR 1926. 59.

5 DELI VERY AND STORAGE

Shi p, store, and handle materials in accordance with SSPC PA 1, and as
nodified in this Section. Miintain tenperature in storage spaces between 5

and 24 degrees C 40 and 75 degrees F, and air tenperature nore than 3

degrees C 5 degrees F above the dewpoint at all tines. Inspect materials

for danage prior to use and return non-conpliant nmaterials to manufacturer
Renove materials with expired shelf |ife fromgovernnent property

i Mmediately and notify the Contracting Oficer. Expired naterials nmay be
returned to manufacturer, tested, and if conpliant, issued a shelf life

ext ensi on.

.6 COATI NG HAZARDS

EE R R R R R R R R R R R R R R R R R R R R R R R R O R

NOTE: This specification Section should be used
wi th NFGS- 01525 " SAFETY REQUI REMENTS"

EE R R R R R R R R R R R R R R R R R R R R R R O R

Ensure that enployees are trained in all aspects of the safety plan

Speci fied coatings may have potential health hazards if ingested or

i mproperly handl ed. The coating manufacturer's witten safety precautions
shal | be foll owed throughout mxing, application, and curing of the
coatings. During tank cleaning, cleanup, surface preparation, and paint
application phases, ensure that enployees are protected fromtoxic and
hazar dous cheni cal agents which exceed concentrations in 29 CFR 1910. 1000.
Conply with respiratory protection requirenents in 29 CFR 1910.134. The
ClH shall approve work procedures and personal protective equiprent.

7 WORK SEQUENCE

EE R R R R R R R R R R R R R R R R R R R R R R R R O O R
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NOTE: Mbdify tank construction specification to

i ndicate that floating pan will be installed over
coated floor and that the coating should be fully
protected during pan installation with protective
mats. Any required repairs should be done according
to paragraph entitled "Procedure for Holiday and
Spot Repairs of Newy Applied Coating."

EE R R R R R R R R R R R R R R R R R R R R R R R R I R

[Coat tank interior followi ng tank tightness testing. ][Coat tank interior
before installation of floating pan.]

8 JOB SI TE REFERENCES

EE R R R R R R R R R R R R R R R R R R R R R R O R

NOTE: Include any other job site related references
that m ght be added during design

EE R R R R R R R R R R R R R R R R R R R R R I R I I R

Make available to the Contracting O ficer at |east one copy each of APl 653,
ASTM D 3276, ASTM D 3925, ASTM D 4285, ASTM D 4417, NACE RP0178 and
conpani on vi sual conparator, NACE RP0188, SSPC SP COM SSPC SP 1, SSPC SP 7,
SSPC SP 5, SSPC PA 1, SSPC PA 2, SSPC Cuide 12, SSPC Guide to VIS 1, SSPC
VIS 1, and an SSPC Certified Contractor Evaluation Format the job site.

.9 PRE- APPLI CATI ON MEETI NG

EE R R R R R R R R R R R R R R R R R R R R R R R R R O R

NOTE: The Coating Manufacturer's rep nmay be
i ncluded for unusually large or conplicated projects.

EE R R R R R R R R R R R R R R R R R R R R R R R R O R

After approval of submittals but prior to the initiation of coating work,
Contractor representatives, including at a m ninmum project superintendent
and QC nanager, paint foreman, Contracting O ficer representatives, coating
i nspector, [and coating systens manufacturer's representative ]shall have a
pre-application coating preparatory neeting. This nmeeting shall be in
addition to the pre-construction conference. Specific itens addressed
shal | include: work plan, safety plan, inspection standards, inspector
qualifications and tools, test procedures, environmental control system
safety plan, and test logs. Notify Contracting Oficer at |east ten days
prior to neeting.

PART 2 PRODUCTS

2.

1 ROOF JO NT SEALANT

I ndustrial grade, two conponent, mninum 95 percent solids by vol une,

pol ysul fide type caul king naterial that has a mninmum history of 10 years
acceptabl e service in fuel tanks. Sealant shall be conpatible with the
epoxy prinmer and suitable for direct application to prepared stee
surfaces. Sealant shall contain no nore than 0.06 percent by weight Lead
no nore than 0.06 percent by weight Cadnium and no nore than 0.00 percent
by wei ght Chromi um
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2.2 COATI NG SYSTEM
R IR I I I S I I S I I S I I I S I I S I R I I I I I I S I I S I I b I I I I R I I S I I S I I I I I I I I I I I I I I I I
NOTE: Include bracketed text for new construction
only.

EE R R R R R R R R R R R R R R R R I R R R R I R

Al ternate systems or products will not be considered. Al prinmer,

i nternedi ate, and topcoat naterials shall be manufactured by one
manufacturer. [The entire coating systemis intended to be applied in the
field. Alternatively, surface preparation nay be acconplished in the shop
following all tenperature, humdity, and testing requirenents listed
herein, followed by an application of a hold-primer. Upon conpletion of
field fabrication, all shop-applied coatings shall be renbved, surfaces
prepared to SSPC SP 5, and the specified coating system applied. Adjust
all shop preparation to avoid conflicts with final surface preparation
requi renents. |

2.2.1 Epoxy Priner, Internediate, and Topcoats

The epoxy coating materials shall be approved by the Naval Sea Systemns
Conmmand and |isted on their current Qualified Products List (QPL) for the
specified nmaterials.

2.2.1.1 Epoxy Priner Coat
Epoxy pol yam de, M L-DTL-24441/29 (Formula 150, Type |V, G een).
2.2.1.2 Epoxy I nternedi at e Coat

Epoxy pol yanm de, M L-DTL-24441/31 (Formula 152, Type |V, Wite (Tinted)).
Tint to approxi mately FED STD-595 col or nunber 27778 parchnent using

pi gment di spersions prepared for epoxy paint tinting. Manufacturer shal
tint material and appropriately label. Al other requirenents of this

M litary Specification apply.

2.2.1.3 Epoxy Topcoat
Epoxy pol yam de, M L-DTL-24441/31 (Formula 152, Type |1V, Wite).
2.3 COATI NG SAMPLE COLLECTI ON AND SHI PPI NG KI' T

Provide a kit that contains one liter quart can for the base of each
coating material, an appropriately sized can for each activator, dipping
cups for each conponent to be sanpled, a shipping box sized for the sanples
to to be shipped, and packing material. Mark cans for the appropriate
conponent. Provide shipping docunents, including either pre-paid shipping
or a shi pper nunber that can be used by the Contracting O ficer to arrange
pi ckup, addressed to the approved coating testing | aboratory.

2.4  ABRASI VE SAMPLE COLLECTI ON AND SHI PPI NG KI T

Provide a kit that contains one suitable plastic bag or container for each
sanple to be collected. Mark containers for the appropriate conponent.
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2.

Provi de shi ppi ng docunents, including either pre-paid shipping or a shipper
nunber that can be used by the Contracting O ficer to arrange pickup
addressed to the approved coating testing |aboratory.

.5 SCLUBLE SALTS TEST KI TS

.5.1 Test Kit for Measuring Chlorides on Steel Surfaces

Provide test kits called CHLOR*TEST, as nmanufactured by CHLOR*RI D
International Inc. of Chandler, Arizona (ww.chlor-rid.com or equal. An
"equal " test kit shall neet the follow ng requirenents:

a. Kit contains all naterials,supplies, tools and instructions for
field testing and on-site quantitative eval uation

b. Kit extract solution is acidic, factory pre-neasured, pre-packaged,
and of wuniform concentration;

c. Kit conponents and solutions are nercury free and environnentally
friendly;

d. Kit contains a factory sealed titration device;
e. Kit contains new materials and sol utions for each test;

f. Test container (vessel, sleeve, cell. etc.) creates a seal ed,
encapsul at ed environnent during chloride ion extraction

g. Test container is suitable for testing the followi ng steel surfaces:
hori zontal (up/down configuration), vertical, flat, curved, snooth,
pitted, and rough;

h. Kit uses test container, with resulting chloride ion extract
solution, as the titration container;

i. Chloride ion concentration is directly nmeasured in m crograns per
square centineter w thout using either conversion charts or tables.

6 ABRASI VE

The referenced abrasive specifications have maxinumlinmts for soluble
salts contam nation, however, this maxi mum | evel of contam nation does not
guarantee that contanmi nation will not be transferred to the steel surface
during abrasive blasting. Qher factors such as on-site handling and
recycling can all ow contam nation of abrasive. Contractors are cautioned
to verify that the chosen abrasive, along with work and storage processes,
allow the final surface cleanliness requirenents to be achieved.
Successful testing of chlorides in abrasive does not negate the fina
acceptance testing of steel surfaces.

EE R R R R R R R R R R R R R R R R R R R R R R R R R O R

NOTE: The foll owi ng paragraph is nandatory for al
PACNAVFACENGCOM proj ects. Al other agencies nmay
use it after checking applicability.
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EE R R R R R R R R R R R R R R R R R R R R R R R I O R

[ Interpret ML-A22262 to include the neaning that abrasive material
contai ns a maxi num one percent by weight of any toxic substance listed in
either Table z-1, Z-2, or Z-3 or 29 CFR 1910- SUBPART Z, with the
exception of inert or nuisance dust nmaterials, arsenic, beryllium cadnmi um
cobalt, lead, nmercury, rhodium silver, tellurium thallium and uranium

]

EE R R R R R R R R R R R R R R R R R R R R R I R

NOTE: Reduce al |l owabl e gross gamma radi oactivity to
5 picocuries per gramfor all PACD V projects.
Reduce in other areas if states or localities
require

EE R R R R R R R R R R R R R R R R R R R I R R R I O R

2.6.1 Non-netal | i ¢ Abrasive

Conformto ML-A-22262, Type | (lnorganic nmaterials)[ except that the gross
ganma radi oactivity shall not exceed 5 picocuries per granj. Abrasive
shal | be approved by the Naval Sea Systens Command and |isted on the
appropriate Qualified Products List (QPL) for the specified materials. Use
sanpl ing procedures and testing frequencies as prescribed in ML-A 22262.
Use abrasive that is specifically selected and graded to provide a sharp
angul ar profile to the specified depth. Do not use ungraded abrasive.

Make adjustnents to processes or abrasive gradation to achieve specified
surface profile. Recycled non-netallic abrasive shall neet al

requirenents of the specification each tine that it is placed in the bl ast
pot .

2.6.2 Metal lic Abrasive
2.6.2.1 New and Remanufactured Steel Git

Conformto the chem cal and physical properties of SSPC AB 3[ except that
the gross gamma radioactivity shall not exceed 5 picocuries per grani.

2.6.2.2 Recycl ed Steel Git
Conformto the chem cal and physical properties of SSPC AB 2
PART 3 EXECUTI ON

[3.1 REMOVAL OF COATI NGS CONTAI NI NG HAZARDOUS NMATERI ALS

EE R R R R R R R R R R R R R R R R R R R R R I R R R O R

NOTE: | nclude NFGS 13283 in any project
specification that requires renoval or disturbance
of coating containing hazardous materials in
conjunction with a coating project. Include a
contractor qualification requirenent sinmlar to the
article entitled "Qualifications of Coating
Contractors" in Part 1 of this Section, except that
the contractor shall be qualified to SSPC QP-2. The
renoval of coatings containing hazardous materials
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and application of new coating system can be
acconplished in a continuous operation if the
contractor provides appropriate coordi nation of
renoval , cleaning, and coating application. It is
specified as two separate operations to allow
separate contractors to acconplish different phases
of project. Wth the use of SSPC QP-1 and QP-2
requirenents in contracts, the sane contractor wll
general ly be acconplishing both phases of work, and
will probably want to perform both phases as a
single operation to avoid preparing surfaces tw ce.
To acconplish the coating renoval and recoating in a
conti nuous operation, the contractor's plan nust be
scrutinized for appropriate controls on the renoval
process, and on the surface preparation/coating
application process. Delete this paragraph if no
pai nt contai ning hazardous material is to be renoved

EE R R R R R R R R R R R R R R R R R R R R R I R I I R

Coati ngs contai ning hazardous materials and identified for disturbance
during surface preparation, including removal, shall be handled in
accordance with Section 13283, "Renoval and D sposal of Lead Containing
Pai nt."

]1[3.2 DOOR SHEET ACCESS WAY

EE R R R R R R R R R R R R R R R R R R R R R R R O O R

NOTE: Tanks shoul d be eval uated during inspection
and design for appropriateness of cutting out a door
sheet. |If there is a reason not to allow a door
sheet to be cut into a particular tank, delete this
par agraph and the rel ated paragraph in Part 1.

EE R R R R R R R R R R R R R R R R R R R R R R R I R R R O O R

A door sheet may be cut out of a tank to facilitate personnel and equi pment
access. The door sheet shall be renpbved in accordance with APl 653 and API
650, including all structural, welding, testing, and eval uation

requi renents. After conpletion of coating CElILI NG and SHELL and prior to
preparation and coating of FLOOR, the door sheet shall be installed,

tested, and accepted. The door sheet and surroundi ng areas shall be
surfaced in accordance with Section 4 of NACE RP0178, and acconpanyi ng

Vi sual Conparator, to the condition described and shown for NACE Wl d
Surface Preparation Designation "C' welds for interior surfaces and "D"

Wel ds for exterior surfaces. The door sheet and the feathered areas of the
SHELL shall be prepared and coated with the FLOOR i n accordance with al
requirenents of this Section. The contractor is responsible for cutting
out the door sheet, stabilizing the tank or openings while the door sheet
is out, replacing the door sheet, and testing the replaced door sheet using
qual i fied engineering and testing services. Performtank tightness testing
after coating where a door sheet access way was installed for this project.

13.3 COATI NG AND ABRASI VE SAVPLE CCLLECTI ON AND TESTI NG

3.3.1 Coating Sanple Collection

SECTI ON 09973 Page 20



Notify Contracting O ficer three days in advance of sanpling. The
Contracting O ficer and either the QC Manager or NACE Coating | nspector
shall witness all sampling. Provide a sanple collection kit as required in
Article entitled "Coating Sanple Collection and Shipping Kit." Gbtain a one
liter quart sanple of each batch of each base material, and proportiona
sanpl es of each activator based on nix ratio, by random sel ection from
seal ed containers in accordance with ASTM D 3925. Prior to sanpling, mx
contents of each sealed container to ensure uniformty. A batch is defined
as that quantity of naterial processed by the nanufacturer at one tine and
identified by nunber on the label. Identify sanples by designated nane,
speci fication nunber, batch nunber, project contract number, sanple date,
i ntended use, and quantity involved. The Contracting Officer will take
possessi on of the packaged sanples, contact the shipping conpany to arrange
for pickup, and relinquish the sanples only to the shipping representative
for shipment to the approved | aboratory for testing as required by the
par agraph entitled "Coating Sanple Testing."

3.3.2 Abrasi ve Sanple Collection

Notify Contracting O ficer three days in advance of sanpling. The
Contracting O ficer and either the QC Manager or NACE Coating | nspector
shall witness all sanpling. Provide suitably sized containers for each
sanple to be taken. Provide a sanple collection kit as required in Article
entitled "Abrasive Sanple Collection and Shipping Kit." For purposes of
qual ity conformance inspection, a lot shall consist of all abrasive
materials of the sane type froma single, uniformbatch produced and
offered for delivery at one tine. Cbtain sanples of each abrasive | ot
using the sanpling techni ques and schedul e of ML-A-22262. The addition of
any substance to a batch shall constitute a newlot. Identify sanples by
desi gnat ed nane, specification nunber, |ot nunmber, project contract nunber,
sanpl e date, intended use, and quantity involved. The Contracting Oficer
wi || take possession of the packaged sanples, contact the shipping conpany
to arrange for pickup, and relinquish the sanples only to the shipping
representative for shipnent to the approved | aboratory for testing as
required by the Article entitled "Abrasive Sanple Testing."

3.3.3 Coating Sanpl e Test Reports
Test sanples of all priner, internmediate, and topcoat materials for
conpliance with requirements of Table |I. Reject entire batch represented
by sanples that fail one or nore tests, reselect, and retest sanples.
3.3.4 Abrasi ve Sanple Test Reports
Test sanples of abrasive materials for conpliance with the appropriate
abrasive specification. Reject entire |ot represented by sanples that fai
one or nore tests, reselect, and retest sanples.

[3.4 FUEL REMOVAL AND TANK CLEANI NG

Renove fuel and clean storage tanks in accordance with Section 13219,
"C eani ng Petrol eum Storage Tanks."
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13.5 LI GHTING

Provide lighting for all work areas as prescribed in SSPC Gui de 12.
3.6 ENVI RONVENTAL CONDI Tl ONS
3.6.1 Control System Requirenents

Provide and utilize dehunmdification and ventilation equipnent to control
hum dity, tenperature, and vapor levels in tank from begi nning of abrasive
bl asting through coating application and for four days after the | ast
coating is applied. Systemshall nmintain vapor concentrations at or bel ow
10 percent of Lower Explosive Limt (LEL). System may incorporate any
conbi nati on of solid desiccant and direct expansion refrigeration

equi pnent. No liquid, granular, calciumchloride, or lithiumchloride
drying systens will be accepted. Use only electric, indirect fired
conbustion, indirect friction, or steamcoil auxiliary heaters. System
shal | be conpatible with renpoval of dust and sol vent vapors, and shall have
fail-safe neasures to ensure reliability during operations.

3.6.1.1 Humi dity Control for Surface Preparation and Prinmer Application

Provide and utilize dehum dification equipnment to maintain relative

hum dity at appropriate |evel to prevent prepared steel surfaces from

corroding at all times during abrasive blasting through priner application
Failure of hunmdity control system or failure to maintain proper

conditions, during surface preparation stage may all ow surface rusting,

which will be rejected and require rework. All surfaces to be coated mnust
neet all requirements of SSPC SP 5 at tine of priner application. Failure
of humdity control systemduring prinmer application stage will be cause

for renoval and replacenent of all naterials applied and cured while
conditions were not as prescribed above.

3.6.1.2 Hum dity Control for Application of Internediate and Topcoats and
Initial Curing

Provide and utilize dehum dification equipnment to maintain relative

hum dity near the col dest steel surface in tank bel ow 55 percent at al
times during coating application, and during the first four days of initial
curing after application of topcoat. This neasurenment is not the sane as
nmeasuring the relative humdity of anbient air in the tank, and will
require either electronic equipnent to nonitor relative humdity at the
steel surface, or conplex calculations to convert relative humdity of air
intank to relative humdity at steel surface. An approved alternative

nmet hod of nonitoring dehumdification that requires | ess sophisticated

equi pnment or calculations is to maintain a m ni rum dew poi nt depression of
10 degrees C 18 degrees F bel ow col dest steel surface tenperature. This is
inlieu of specific relative hunidity and dew point requirenents in this
Section. Failure to maintain specified humdity control during this phase
wi Il be cause for extension of humdity controlled cure tine to ensure four
consecutive days at specified relative hunidity at steel surfaces.
Formati on of condensation in coating application stage prior to the

i ndicated dry-hard time will be cause for renpval and replacenment of al
material s contacted by condensati on.
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3.7 EQUI PVMENT USED | N TANK

Equi pnent used in the tank after surface preparation begins shall not |eave
any oily residue fromexhaust or other sources. Internal conbustion driven
equi pnment, other than that powered by natural or bottled gas, shall not be
used.

3.8 SURFACES TO BE COATED

EE R R R R R R R R R R R R R R R R R R R R R R R R O R

NOTE: See M L-HDBK 1022 for gui dance on which
interior tank surfaces should be coated.

EE R R R R R R R R R R R R R R R R R R R I R R R I O R

Prepare and coat interior tank surfaces, including[ FLOOR][, SHELL][,
CEILING [spot repair of __ spots of square neters square feet].
Renove interior piping to ensure conplete coverage of floor and underside
of pipe supports. [Do not coat alum num floating pan.]

3.9 SURFACE PREPARATI ON

EE R R R R R R R R R R R R R R R R R R R R R R O R

NOTE: When editing this specification for

mai nt enance coating work for which SSPC SP 12 Water
C eaning or Jetting surface preparation is to be

al | oned, include note for the contractor to use
potabl e water, nonitor the quality of the water, and
adjust water quality to assure appropriate surface
preparation and final surface requirenents. There
are nany problens that m ght arise fromboth

di ssol ved and suspended material. A common
occurrence is water with high-chlorides, even in
pot abl e water, which may | eave unacceptabl e

contami nati on on cl eaned surfaces, and nay not be
suitable for water jetting.

EE R R R R R R R R R R R R R R R R R R R R R R R R O R

3.9.1 Abr asi ve Bl asting Equi prent

Use abrasive blasting equi prent of conventional air, force-feed, or
pressure type. Maintain a mninumpressure of 650 kPa 95 psig at nozzle.
Confirmthat air supply for abrasive blasting is free of oil and noisture
when tested in accordance with ASTM D 4285. Test air quality at each
startup, but in no case |less often than every five operating hours.

3.9.2 Surface Standard

I nspect surfaces to be coated, and select plate with simlar properties and
surface characteristics for use as a surface standard. Blast clean one or
nore 300 mm 1 foot square steel panels as specified in Article entitled
"Surface Preparation." Record blast nozzle type and size, air pressure at
nozzl e and conpressor, distance of nozzle from panel, and angle of blast to
establ i sh procedures for blast cleaning. Measure surface profile in
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accordance with ASTM D 4417. Wen the surface standard conplies with al
specified requirenents, seal with a clearcoat protectant. Use the surface
standard for conparison to abrasive blasted surfaces throughout the course
of work.

3.9.3 Pre-Preparation Testing for Surface Contam nation
Performtesting, abrasive blasting, and testing in the prescribed order.

3.9.3.1 Pre-Preparation Testing for G| and G ease Contam nation

EE R R R R R R R R EEEEEREEEEEEEREEEREEEREEEEEEEREEEREEEEEEEEE SRR SRR SRS SRR EEEEEREE SRR

NOTE: \When specifying mai ntenance painting, use a
wat er based pH neutral degreaser to avoid damagi ng
exi sting coating.

EE R R R R R R R R R R R R R R R R R R R R R R R R O R

I nspect all surfaces for oil and/or grease contam nation using two or nore
of the follow ng inspection techniques: 1) Visual inspection, 2) WATER
BREAK TEST, 3) BLACK LI GHT TEST, and 4) CLOTH RUB TEST. Reject oil and/or
grease contam nated surfaces, clean [using a water based pH neutra
degreaser ]in accordance with SSPC SP 1, and recheck for contam nation
until surfaces are free of oil and grease.

WATER BREAK TEST - Spray atom zed mi st of distilled water onto surface, and
observe for water beading. If water "wets" surface rather than beadi ng up

surface can be considered free of o0il or grease contam nation. Beading of

water (water forns droplets) is evidence of oil or grease contani nation

BLACK LI GHT TEST - |nspect surfaces for oil and grease contanination using
the light specified in the Article entitled "Black Light." Use light no
nore than 15 inches fromsurface unless testing indicates that the specific
oil or grease found in tank fluoresce at a greater distance. Use light in
tank that is conpletely sealed fromlight infiltration, under a hood, or at
night. Any fluorescing on steel surfaces is indication of petrol eum

oi |/ grease contami nation. Use either WATER BREAK TEST or CLOTH RUB TEST to
confirm both contam nated and non-cont ani nated areas detected by BLACK

LI GHT TEST. The BLACK LI GHT TEST nay not be used during inspection of
prepared surfaces for oil and grease contam nation unless proven to
fluoresce the oil and/or grease found in the specific tank and docunented
during testing prior to abrasive blasting. Generally, only petrol eum
oil/grease will fluoresce, however, sone may not fluoresce sufficiently to
be recogni zed and ot her nethods, such as the WATER BREAK TEST or CLOTH RUB
TEST, nust be used to confirmfindings of the BLACK LI GHT TEST.

CLOTH RUB TEST - Rub a clean, white, lint free, cotton cloth onto surface
and observe for discoloration. To confirmoil or grease contanmination in
lightly stained areas, a non-staining solvent may be used to aid in oil or
grease extraction. Any visible discoloration is evidence of oil or grease
cont am nati on.

3.9.3.2 Pre-Preparation Testing for Soluble Salts Contam nation
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3.

Test surfaces for soluble salts, and wash as required, prior to abrasive
blasting. Soluble salt testing is also required in Article entitled
"Pre-Application Testing for Soluble Salts Contam nation" as a final
acceptance test of prepared surfaces after abrasive blasting, and
successful conpletion of this phase does not negate that requirenment. This
phase is reconmended since pre-preparation testing and washing are
general |y nore advant ageous than attenpting to renove sol uble salt

contam nation after abrasive blasting. Effective renpval of soluble salts
will require removal of any barrier to the steel surface, including rust.
This procedure nmay necessitate conbinations of wet abrasive blasting, high
pressure water rinsing, and cleaning using a solution of water washing and
soluble salts renmover. The soluble salts renover shall be acidic,

bi odegradabl e, nontoxic, noncorrosive, and after application, wll not
interfere with priner adhesion. Delays between testing and preparation, or
testing and coating application, may allow for the formati on of new

contam nation. Use potable water, or potable water nodified with sol uble
salt renmover, for all washing or wet abrasive blasting. Test nethods and
equi prent used in this phase are selected at the Contractor's discretion

9.4 Abr asi ve Bl asting

EE R R R R R R R R R R R R R R R R R R R R R R O R

NOTE: The issue of maxi nrumprofile on new
structures is an inportant one. Once a profile is
established, it is nearly inpossible to reduce it,
therefore, the initial profile will dictate the
profile for the life of the structure.

The specified 2-3 m| surface profile is the
preferred depth for preparing for the priner. On
steel that was previously prepared to a deeper depth
and coated, a depth of 4 nils can be tolerated with
an additional m | of primer thickness.

To validate contractor clains of pre-existing
profile greater than allowed, test an appropriate
nunber of representative spots with abrasive that
renoves paint but does not affect profile, such as
bi carbonate of soda, or other soft abrasive, or
wat er bl asti ng, etc.

EE R R R R R R R R R R R R R R R R R R R R R R R R I O R

Abr asi ve bl ast steel surfaces to white nmetal in accordance with SSPC SP 5.
Prepared surfaces shall conformto SSPC VIS 1 and SSPC Guide to VIS 1 and
shall match the prepared test-panels. Provide a 50 to 75 micron 2 to 3 ml
surface profile. Reject profile greater than 75 microns 3 mls

di sconti nue abrasive blasting, and nodify processes and nmaterials to
provide the specified profile. Measure surface profile in accordance with
ASTM D 4417. Measure profile at rate of three tests for the first 100
square neters 1000 square feet plus one test for each additional 100 square
neters 1000 square feet or part thereof. Provide two additiona
nmeasurenents for each non-conpliant neasurement. Wen surfaces are

rebl asted for any reason, retest profile as specified. |If Method C of ASTM
D 4417 is used to neasure profile, attach test tapes to Daily Inspection

SECTI ON 09973 Page 25



3.

3.

Reports. Followi ng abrasive blasting, renove dust and debris by vacuum
cl eani ng.

9.5 Di sposal of Used Abrasive

Di spose of used abrasive off Government property in accordance with
Federal, State and Local mandated regul ati ons.

9.6 Pre-Application Testing For Surface Contam nation

3.9.6.1 Pre-Application Testing for Ol and G ease Contam nation

Ensure tank surfaces are free of contam nation as described in Article
entitled "Pre-Preparation Testing for G| and G ease Contam nation."

3.9.6.2 Pre-Application Testing for Soluble Salts Contam nation

3.

3.

EE R R R R R R R R R R R R R R R R R R R R R R R R O R

NOTE: |In new tanks, require 30% of tests to be
acconplished at welds. In tanks that have been in
service, corroded areas should be tested for high
chl ori des.

EE R R R R R R R R R R R R R R R R R R R R R R O R

Test surfaces for chloride contam nation using the Test Kit described in
article entitled "Test Kit for Measuring Chlorides on Steel Surfaces." Test
all surfaces at rate of three tests for the first 100 square neters 1000
square feet plus one test for each additional 200 square neters 2000 square
feet or part thereof. [Concentrate testing of bare steel at areas of
coating failure to bare steel and areas of corrosion pitting. ][Perform
30% of tests on bare steel at welds, divided equally between horizontal and
vertical welds. ]One or nore readings greater than 3 mcrogranms per square
centinmeter of chlorides is evidence of chloride contam nation. Reject
contam nated surfaces, wash as discussed in article entitled
"Pre-Preparation Testing for Soluble Salts Contami nation,"” allowto dry,
and re-test until all required tests show all owable results. Rebl ast
tested areas using vacuum equi pped bl ast equi pnent. Label all test tubes
and retain for test verification

.9.6.3 Pre-Application Testing for Surface C eanliness

Apply coatings to dust free surfaces. To test surfaces, apply strip of

cl ear adhesive tape to surface and rub onto surface with finger. Wen
renoved, the tape should show little or no dust, blast abrasive, or other
contam nant. Reject contan nated surfaces, clean by vacuum cl eani ng, and
retest. Test surfaces at rate of three tests for the first 100 square
neters 1000 square feet plus one test for each additional 100 square neters
1000 square feet or part thereof. Provide two additional tests for each
failed test or questionable test. Attach test tapes to Daily |Inspection
Reports.

10 M XI NG AND APPLI CATI ON OF SEALANT AND COATI NG SYSTEM

10. 1 Preparation of Sealant and Coating Materials for Application
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Each of the different products, sealant, priner, internediate, and topcoat,
is a two-conponent nmaterial supplied in separate containers.

3.10.1.1 M Xxi ng

M x in accordance with manufacturer's instructions, which may differ for
each product. Do not mix partial kits, or alter mix ratios. Mx materials
in sane tenperature and hunmidity conditions specified in article entitled
"Delivery and Storage." Allow m xed material to stand for the required

i nduction tinme based on its tenperature.

3.10.1.2 Pot Life

Apply m xed products within stated pot life for each product. Stop
appl yi ng when material becones difficult to apply in a snooth, uniformwet
film Do not add solvent to extend pot life. Add all required solvent at
time of mxing. Pot life is based on standard conditions at 21 degrees C
70 degrees F and 50 percent relative humdity. For every 10 degrees C 18
degrees F rise in tenperature, pot life is reduced by approximtely half,
and for every 10 degrees C 18 degrees F drop, it is approxi nately doubl ed.
Usabl e pot |ife depends on the tenperature of the material at the tinme of
m xi ng and the sustained tenperature at the tinme of application. Oher
factors such as the shape of the container and volume of mxed material may
al so affect pot life. 1In hot clinates, precooling or exterior icing of
conponents for at |east 24 hours to a mninmum of 10 degrees C 50 degrees F
will extend pot life. Followi ng are approximte pot life tines:

Seal ant As specified by nanufacturer
Epoxy Primer and Intermedi ate Coat Materials 4 hours

3.10.1.3 Application Conditions and Recoat W ndows

EE R R R R R R R R R R R R R R R R R R R R R R R I R R R O O R

NOTE: These requirenments are provided in an attenpt
to prevent the significant nunber of intercoat

del anmination failures that are frequently found on

i ndustrial structures. The very strict requirenents
on application conditions and recoat w ndows nmay
require work during abnormal hours, including
weekends. Contractor work hours should allow for
such during coating application

EE R R R R R R R R R R R R R R R R R R R R R R R R I O R

EE R R R R R R R R R R R R R R R R R R R R R I R R R O R

NOTE: Col d-weat her application is not covered by

this specification. |If a project is designed for
coating in cold weather, then the enclosure and
heating requirenents may be significant. It is not

i ntended that contractors be forced to apply
coatings in cold weather, however, the underlying
prenmise is that coatings nust be applied within the
specified tenperature ranges. A col d-weat her

speci fication should not be used to sinply save
noney, as the coating systemw || generally not have
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the sane | ongevity as one applied within 60-100
degrees F.

EE R R R R R R R R R R R R R E R R R R R R R R R R R R I R

The application condition requirements for the coating systemare very tine
and tenperature sensitive, and are intended to avoid the del am nation

probl ens frequently found on industrial structures. Plan coating
application to ensure that specified tenperature, humdity, and
condensation conditions are net. |If conditions do not allow for orderly
application of sealant, priner, stripe coat, internedi ate coat and topcoat,
use appropriate neans of controlling air and surface tenperatures, as
required. Partial or total enclosures nay be required, as well as other
neasures, to control conditions to allow for orderly application of al

requi red coats.

Apply coating only when steel and internal air tenperatures are between 16
and 38 degrees C 60 and 100 degrees F. Do not apply coatings above 38
degrees C 100 degrees F or bel ow 16 degrees C 60 degrees F.

Use Table entitled "RECOAT WNDONS" to determ ne appropriate recoat w ndows
for each coat after the initial coat. Apply each coating during
appropriate RECOAT W NDOW

If coating is not applied during RECOAT W NDOW apply during EXTENDED
RECOAT W NDOW  Application of any epoxy coat within the EXTENDED RECOAT

W NDOW r equi res application of a TACK COAT prior to applying any full coat.
Perform CURE TEST i mmedi ately prior to application of TACK COAT to

determ ne condition of applied coating. |f CURE TEST indicates that

surface is fully cured, provide GLOSS REMOWAL prior to application of TACK

COAT.

If coating is not applied during EXTENDED RECOAT W NDOW or if surface
tenperature exceeds 49 degrees C 120 degrees F between applications,

provi de GLOSS REMOVAL, apply TACK COAT, where applicable, within 24 hours,
and apply next full coat wi thin TACK COAT RECOAT W NDOW

RECCAT W NDOWS

Tenperature degrees F 60- 70 71- 80 81-90 91- 100 101-110 111-120
Tenperature degrees C 16- 21 22- 27 28- 32 33- 38 39-43 44- 49
RECCOAT W NDOW (Hrs.) 24-72 18- 60 16- 48 12- 36 8-18 4-6
EXTENDED RECOAT 72-168 60-140 48-120 36- 96 18- 36 6-12
W NDOW (Hrs.)
TACK COAT RECQAT 6-72 4- 60 4- 48 3- 36 2-18 1-6

W NDOW (Hrs.)

The tenperature ranges shown in the table above are for detern ning recoat
wi ndows. Choose recoat w ndow based on the hi ghest surface tenperature
that was sustained for one or nore hours between coats. This applies to
the entire tine between coats. Measure and record air and surface
tenperatures on hourly basis to determ ne appropriate recoat w ndows. |If
surface tenperature goes above 38 degrees C 100 degrees F, neasure and
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record tenmperatures every half hour

CURE TEST - Where indicated, test surface for cure using high-flash
aromati ¢ Naphtha only (cas #64742-95-6). Do not use aliphatic VWP Napht ha.
Wpe surface with rag saturated with Naphtha, and check for surface

t acki ness, loss of gloss, or other indications that solvent has softened
surface. |f softening is found on 95% of test sites, this is indication
that coating has not fully cured, and GLOSS REMOVAL is not required if TACK
COAT is applied within three hours and full coat is applied within the TACK
COAT RECOAT W NDOW Test surfaces at rate of three tests for the first 100
square neters 1000 square feet plus one test for each additional 100 square
nmeters 1000 square feet or part thereof.

TACK COAT - Wiere indicated, apply coat of internediate coat epoxy, at 25
to 50 mcrons 1 to 2 mls WT, then apply next specified full coat within
TACK COAT RECOAT WNDOW  Thin TACK COAT nmterial approximtely 25% by
vol une, using appropriate epoxy thinner

GLOSS REMOVAL - Wiere indicated, renove all gloss by hand sanding, in a
linear fashion, with 150-200 grit wet/dry sandpaper, followed by a sol vent
Wi ping with a clean rag soaked with denatured al cohol to renove dust. Do
not use rotary sanders or grinders.

.10.2 Application of Coating System and Roof Joint Seal ant

Apply coatings in accordance with SSPC PA 1 and as specified herein. Apply
seal ant and coatings to surfaces that neet all stated surface preparation
requi renents.

After application of prinmer coat and prior to application of each
subsequent coat, performtesting prescribed in article entitled
"Pre-Application Testing For Surface Contamination," as necessary, to
ensure nminimal intercoat contam nation. This testing nmay be reduced to one
hal f of the prescribed rate for bare steel if the testing indicates no
contam nati on when sanpling is evenly distributed over surfaces being
tested. If contanmination is found between coats, revert to the specified
testing rate. Generally, oil and grease contam nation and soluble salts
contam nati on are not encountered if subsequent coats are applied within
specified recoat windows and the quality of air entering tank is
controlled. Concern for intercoat contam nation should be continually
preval ent, and spot testing should be acconplished to verify satisfactory
conditions. Were visual exam nation or spot testing indicates

contam nation, performsufficient testing to verify non-contam nation, or
to define extent of contami nation for appropriate treatnment.

Apply each coat in a consistent wet film at 90 degrees to previous coat.
Ensure that priner and internediate coat "cold joints" are no | ess than 150
mm si X inches fromwelds. Apply stripe coat by brush. Apply all other
coats by spray application. Use appropriate controls to prevent airborne
coating fog fromdrifting beyond [ [15][__ ] feet [three][___ ] neters
fromthe tank perineter] [the tank bern]. The cleanliness, tenperature,
recoat wi ndows, and airborne paint contai nment requirenents nay necessitate
the use of portable shelters or other appropriate controls.
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NOTE: Maxi mum t hi ckness neasurenments are to limt
internal stresses in each coat and in total system
Internal stresses of epoxy and pol yurethane coati ngs
on steel can be significant, and unless limted

t hrough thickness, can cause prenature failure as
the coating ages. Such failures as shrinkage
cracki ng and del anmi nation, either fromthe substrate
or between coats, are common. This systemis not
expected to receive a maintenance overcoat.

EE R R R R R R R R R R R R R R R R R R R R R R R R O R

Apply coatings at the follow ng specified thickness:

Desi red Thi ckness Range M ni mum Maxi mum
Coat Mls DFT Mls DFT Mls DFT
Primer 3-5 3 8
I nt ernedi ate 3-5 3 8
Top 3-5 3 8
Total system — ----- 9 20

Measure coating thickness in accordance with SSPC PA 2 to confirmthat
coating application is within the specified range and within the tol erances
of that standard. For non-conpliant areas, increase nunber of test areas
to identify all non-conpliant application as required by SSPC PA 2. Add
coating as required to correct underuns, and renpve coating with excess

thi ckness to bare steel and reapply as specified in Article entitled
"Procedure for Holiday and Spot Repairs of Newy Applied Coating."

3.10.2.1 Application of Roof Joint Seal ant

Apply sealant to the roof-to-shell joint, to all roof plate lap joints, and
to roof-to-rafter joints up to 15 mm 0.5 inch gap to exclude noisture from
these marginally prepared crevice areas. Allow sealant to cure according
to manufacturer's instructions prior to application of the stripe coat.

3.10.2.2 Application of Stripe Coat

Apply stripe coat of epoxy prinmer material prior to application of genera
primer coat on CEILING and SHELL. Apply stripe coat of epoxy internediate
coat material after application of general priner coat on FLOOR  \Where
stripe coat is applied to areas of joint sealant, allow appropriate curing
time for joint sealant. Apply stripe coat by brush, working the materia
into corners, crevices, pitted areas, and welds, and onto outside corners
and angles. Wuere roof-to-rafter joints exceed 15 nm 0.5 inch gap and roof
joint sealant was not applied, use appropriate application tools to provide
"best effort" coating of all exposed steel surfaces in the gap

Mni-rollers or other tools may be required.

3.10.2.3 Application of Priner

Apply prinmer coat within RECOAT W NDOW of stripe coat.
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3.10.2. 4 Application of |nternedi ate Coat

Apply internediate coat w thin RECOAT W NDOW of priner coat.
3.10.2.5 Appl i cation of Topcoat

Apply topcoat within RECOAT W NDOW of i nternedi ate coat.
3.10.3 Hol i day Testing

No sooner than 48 hours after application of the topcoat, perform holiday
testing in accordance with the | ow voltage wet sponge net hod of NACE RP0188.

Repair hol i days per paragraph entitled "Procedure for Holiday and Spot
Repairs of Newly Applied Coating."

3.10. 4 Procedure for Holiday and Spot Repairs of Newly Applied Coating

Repair coating filmdefects at the earliest practicable tine, preferably
bef ore application of the succeeding coat. OCbserve all requirenents for
sol ubl e salts contam nation, cleanliness between coats, and application
conditions. Prepare defective area in accordance with SSPC SP 5, and
feather coating as required to |l eave 100 mm 4 inches of each succeedi ng
coat feathered and abraded. Do not abrade the pol yurethane topcoat.
Protect adjacent areas from damage and overspray. Renpve dust and sol vent
wi pe the prepared area plus an additional 100 mm 4 i nches beyond the
prepared area with clean denatured al cohol. Apply each coat w thin RECOAT
W NDOW of preceeding coat. Wthin four hours of preparation, apply priner
to prepared steel and feather onto prepared prinmer. Apply internediate
coat to primed area and feather to prepared internedi ate area. Apply
topcoat to internediate coat and feather to prepared topcoat. Apply each
repair coat to approximte thickness of surrounding coating system |f one
percent or nore of the total surface area, or nore than one spot per 200
square neters 2000 square feet, of the FLOOR area requires repair to any
coat or coats, including feathered areas, the entire FLOOR coating system
shal |l be renoved and reapplied. |If 5 percent or nore of the total surface
area, or nore than one spot per 100 square neters 1000 square feet, of the
CEILING area requires repair to any coat or coats, including feathered
areas, the entire CEILING coating systemshall be renoved and reappli ed.
Repairs on the SHELL are not limted.

3.10.5 Tank Cccupancy After Coating Application
Use cl ean canvas, or other approved, shoe covers when wal ki ng on coated
surfaces, regardless of curing tine allowed. For heavily trafficked areas,
provi de cushioned nats for additional protection

3.10.6 Ext ended Cure of Coating System Prior to |nmersion Service
Allow a cure tinme of at least 14 days after the final coating material has
been applied before introducing water or fuel into tank. [Allow a cure
time of 12 days after the final coating naterial has been applied before

begi nning installation of the floating pan.]

3.11 FI ELD TESTS AND | NSPECTI ON
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For marking of tank surfaces, use chalk for narking bare steel, and water
based markers for narking coated surfaces, and renbve marks prior to
coating. Do not use any wax or grease based markers, or any other narkers
that | eave a residue or stain

11,1 Coati ng | nspector

EE R R R R R R R R R R R R R R R R R R R R R I R

NOTE: I nclude requirenent for NACE Coating inspector
in Section 01450 QUALITY CONTROL, as a QC
Specialist. See Appendix A for instructions for
nodi fyi ng Section 01450.

EE R R R R R R R R R R R R R R R R R R R I R R R I O R

The coating inspector shall be considered a QC Specialist, shall work for
the QC Manager, and shall be qualified in accordance with Section 01450,
"Quality Control." The Coating |Inspector shall be present during al
pre-preparation testing, surface preparation, coating application, initia
cure of the coating system and during all coating repair work. The
Coating I nspector shall provide conplete docunentation of conditions and
occurrences on the job site, and be aware of conditions and occurrences
that are potentially detrimental to the coating system The requirenents
for inspection listed in this Section are in addition to the QC inspection
and reporting requirenents outlined in Section 01450, "Quality Control."
The Coating Inspector shall prepare a project reference sheet outlining al
requi renents, tests, test nethods, and evaluation criteria, and hold
regul ar nmeetings with contractor personnel, including nozzlenen and
applicators, to review requirenents and evaluation criteria for upcom ng
work in advance of the work.

.11.2 Fi el d I nspection
.11.2.1 | nspection Requirenents

Acconplish field inspection in accordance with ASTM D 3276 and as required
herein. Performall appropriate tests and inspections, except that

vi scosity and wei ght per gallon neasurenents are not required. Provide al

tools and instrunents required to performthe required testing, as well as

any tools or instruments that the inspector considers necessary to perform
the required inspections and tests. Docunent each inspection and test,

i ncludi ng required hold points and other required inspections and tests, as
wel | as those inspections and tests deened prudent fromon-site eval uation
as follows:

Location or area;

Pur pose (required or special);
Met hod,;

Criteria for evaluation

Resul ts;

Det erm nati on of conpliance;
Li st of required rework;
Observati ons.

ST@mTmoeanop
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Col | ect and record Environnental Conditions as described in ASTM D 3276 on
a 24 hour basis, as foll ows:

a. During surface preparation, every two hours or when changes occur
b. During coating application and the first four days of initial cure,
every hour, or when changes occur

c. Overnight hours nay be excluded if conditions are neasured and
recorded through 1800 hours and then prior to dawn the next day;

d. Note location, tine, and tenperature of the highest and | ownest
surface tenperatures each day.

e. Use a non-contact thernonmeter to |locate tenperature extrenes, then
verify with contact thernoneters.

Docurent all equi pnent used in inspections and testing, including
manuf act urer, nodel nunber, serial nunber, |ast calibration date and future
calibration date, and results of on-site calibration perforned.

.11.2.2 Dai ly Inspection Reports

Submit one copy of daily inspection report conpl eted each day when
perform ng work under this Section, to the Contracting Oficer. Use ASTMD
3276 Appendi x X1 Inspection Checklist to nonitor daily activity and prepare
Daily Inspection Report. Use of forns containing entry blocks for al
required data is encouraged. The data nay be in any format, but nust be

| egi bl e and presented so that it can be easily interpreted. Note al

non- conpl i ance i ssues, and all issues that were reported for rework in
accordance with QC procedures of Section 01450, "Quality Control." Submt
report within 24 hours of date recorded on the report.

.11.2.3 | nspection Logbook

A continuous record of all activity related to this Section shall be

mai ntai ned in an I nspection Logbook on a daily basis. The |ogbook shall be
hard or spiral bound with consecutively nunbered pages, and shall be used
to record all information provided in the Daily Inspection Reports, as well
as other pertinent observations and information. The Coating Inspector's
Logbook that is sold by NACE is satisfactory. Submt the origina

I nspection Logbook to the Contracting O ficer upon conpletion of the
project and prior to final payment. The contracting Oficer will forward

t he Logbook to LANTNAVFACENGCOM Code 1613G, to be reviewed and filed for
warranty i nformation.

.11.3 I nspecti on Equi pnent

Al'l equi pnment shall be in good condition, operational within its design
range, and calibrated as required by the specified standard for use of each
devi ce.

.11.3.1 Bl ack Li ght

Use a black light having a 365 nanonmeter intensity of 4,000 mcrowatts per

square centinmeter mninumat 380 mm 15 inches. The Spectroline BIB-150P
from Spectronics Corporation satisfies this requirenent.
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3.11.3 Hold Points for Quality Control Inspections

Provi de appropriate QC inspections at the foll owi ng hol d-points:

St ep

Prior to preparation of
tank(s) for cleaning
and repair

After cleaning of tank(s)
and prior to abrasive
bl asti ng

Initiation of abrasive
bl asting, and at each
wor k st oppage

After abrasive blasting

| mredi ately prior to
coating application -
provi de for each coating
application evolution

Acti on

Saf ety inspection

1. Safety inspection, renoval of dirt, trash,
debris, and any hindrance to abrasive bl asting.

2. Surface inspection for oil, grease, soluble
salts, and other contani nants

1. Confirmenvironnental conditions are
suitable for abrasive blasting and for
hol di ng t he bl ast.

2. Confirmsurfacing requirenents of [Section
13205 and Jthe Article entitled "Use of Door
Sheet Access Way" have been sati sfi ed.

3. Surface inspection to insure all aspects
of surface preparation are properly addressed,
as specified in article entitled "Surface
Preparation.”

4. Test conpressor air for oil and water
cont am nati on

Surface inspection to insure all aspects

of surface preparation are properly addressed,
as specified in article entitled "Surface
Preparation.”

1. Confirmenvironnental conditions are
suitable for abrasive blasting and for hol ding
the blast as specified in article entitled
"Envi ronnental Conditions"

2. Surface inspection to insure all aspects
of surface preparation are properly addressed,
as specified in article entitled "Surface
Preparation.”

3. Confirmthat testing equipnent for

noni tori ng of hazardous conditions during
coating application are working properly and
are prepared for use as outlined in
contractor's Confined Space Entry Pl an
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During and after coating Coating application inspection as specified in
application. par agraphs entitled "Application of Coating
Systent and "Field Tests and | nspection”.

After final cleanup Cl ean-up inspection specified in the article
entitled "Final deanup."

.12 FI NAL CLEANUP
Fol | owi ng conpl etion of the work, renove debris, equipnent, and materials
fromthe site. Renbve tenporary connections to Governnent or Contractor

furni shed water and el ectrical services. Restore existing facilities in
and around the work areas to their original condition
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TABLE |
COATI NG QUALI TY CONFORMANCE | NSPECTI ON REQUI REMENTS

Table la. - Epoxy Primer Coat M L-DTL-24441/29 Formula 150 Type 1V

(G een)
Test Conmponent A Conponent B M xed
M n. Max. M n. Max. M n. Max.

Pi gnent content, percent 45.0 50.0 35.0 40.0 --- ---
Vol atil es, percent 29.0 35.0 15.0 20.0 --- -
Non-vol atil e vehicle, 17.5 23.5 43.0 48.0 --- .-

per cent
Coarse particles, percent --- 0.3 --- 0.3 .- S
Consi st ency, gramns 300 410 470 600 --- ---
Wei ght

Kilograms/liter 1.33 1.39 1.33 1.39 --- .-

Pounds/ gal | on 11.1 11.6 11.1 11.6 --- -
Set to touch, hours .- S .- .- .. 3

at 23degrees C,
73 degrees F
Dry-hard tine, hours --- S .- S .. 6
at 23 degrees C,
73 degrees F

Fi neness of grind, Hegnman 3 --- 2 .- .- S
FI ashpoi nt
Degrees C 35.5 --- 37.8 --- --- -
Degrees F 96 --- 100 - - .-
Ti t ani um Di oxi de, percent 18
of pi gment
Pot |ife, hours --- . - - 4 .-

at 23degrees C,
73 degrees F
Sag resistance,

M croneters - - - - 300 -
Mls --- --- --- --- 12 ---
Color of dry filmto --- --- --- --- Conf orm

approxi mate col or of
standard col or chip

Contrast ratio at --- --- --- --- 0.98 ---
75 micronmeters, 3 mls DFT

VCC
Gams/liter --- - .- R .- 340
Pounds/ gal | on --- - .- .- . 2.8

GENERAL NOTES:
Test methods as specified in M L-DTL-24441.
Where "Confornf is indicated, refer to specific requirenents of
M L- DTL- 24441/ 29.
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TABLE |
COATI NG QUALI TY CONFORMANCE | NSPECTI ON REQUI REMENTS

Table I'b. - Epoxy Internedi ate Coat M L-DTL-24441/31 Fornula 152 Type |V
(Waite (Tinted))

Test Conmponent A Conponent B M xed
M n. Max. M n. Max. M n. Max.

Pi gnent content, percent 44.0 49.0 33.0 38.0 --- ---
Vol atil es, percent 29.0 35.0 16.0 21.0 --- -
Non-vol atil e vehicl e, 17.5 23.5 44.0 49.0 --- -

per cent
Coarse particles, percent --- 0.3 --- 0.3 .- S
Consi st ency, gramns 180 320 300 470 --- ---
Wei ght

Kilograms/liter 1.39 1. 45 1.29 1.35 --- .-

Pounds per gallon 11.6 12.1 10.8 11.3 --- .-
Set to touch, hours .- S .- .- .. 3

at 23 degrees C,
73 degrees F
Dry-hard tine, hours --- S .- S .. )
at 23 degrees C,
73 degrees F

Fi neness of grind, Hegnman 4 --- 4 .- .- S
FI ashpoi nt
Degrees C 35.5 --- 37.8 --- --- -
Degrees F 96 --- 100 - - .-
Ti tani um di oxi de, 91 .- .- S S .-
percent of pigment
Pot life, hours at 23 - --- --- - 4 S

degrees C, 73 degrees F
Sag resistance

M croneters - - - - 300 -
Mls --- --- --- --- 12 ---
Color of dry filmto --- --- --- --- Conf orm

approxi mate col or of
FED- STD 595 col or 27778

Contrast ratio, at --- --- --- --- 0.98 ---
75 micronmeters, 3 mls DFT

VCC
Gams/liter --- - .- R .- 340
Pounds/ gal | on --- - .- .- . 2.8

GENERAL NOTES:
Test methods as specified in M L-DTL-24441.
Where "Confornf is indicated, refer to specific requirenents of
M L- DTL- 24441/ 31.
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TABLE |
COATI NG QUALI TY CONFORMANCE | NSPECTI ON REQUI REMENTS

Table Ic. - Epoxy Internedi ate Coat M L-DTL-24441/31 Fornula 152 Type |V

(White)
Test Conmponent A Conponent B M xed
M n. Max. M n. Max. M n. Max.

Pi gnent content, percent 44.0 49.0 33.0 38.0 --- ---
Vol atil es, percent 29.0 35.0 16.0 21.0 --- -
Non-vol atil e vehicl e, 17.5 23.5 44.0 49.0 --- -

per cent
Coarse particles, percent --- 0.3 --- 0.3 .- S
Consi st ency, gramns 180 320 300 470 --- ---
Wei ght

Kilograms/liter 1.39 1. 45 1.29 1.35 --- .-

Pounds per gallon 11.6 12.1 10.8 11.3 --- .-
Set to touch, hours .- S .- .- .. 3

at 23 degrees C,
73 degrees F
Dry-hard tine, hours --- S .- S .. )
at 23 degrees C,
73 degrees F

Fi neness of grind, Hegnman 4 --- 4 .- .- S
FI ashpoi nt
Degrees C 35.5 --- 37.8 --- --- -
Degrees F 96 --- 100 - - .-
Ti tani um di oxi de, 91 .- .- S S .-
percent of pigment
Pot life, hours at 23 - --- --- - 4 S

degrees C, 73 degrees F
Sag resistance

M croneters - - - - 300 -
Mls --- --- --- --- 12 ---
Color of dry filmto --- --- --- --- Conf orm

approxi mate col or of
FED- STD 595 col or 27778

Contrast ratio, at --- --- --- --- 0.98 ---
75 micronmeters, 3 mls DFT

VCC
Gams/liter --- - .- R .- 340
Pounds/ gal | on --- - .- .- . 2.8

GENERAL NOTES:
Test methods as specified in M L-DTL-24441.
Where "Confornf is indicated, refer to specific requirenents of
M L- DTL- 24441/ 31.
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Appendi x A Instructions for Mdifying NFGS 01450 to add NACE | nspector
and Modify Laboratory Accreditation Requirenents

Use NACE Certified inspector for all Make nodifications to

Section 01450 as fol | ows:

proj ects.

1. Add followi ng submttal requirenent, including submttal tags
SD-07 Certificates
a. Coating Inspector Certification
#.1 Coating Inspector Certification

Submit docunentation that each inspector is a Certified Coating |nspector
under the National Association of Corrosion Engineers, Internationa
(NACE) Coating Inspector Program (CIP), including NACE i nspector
identification nunber, date of qualification, and expiration date. The
NACE Coating I nspector shall be an independent third party hired directly
by the prinme construction contractor as an integral part of the prine
construction contractor's Quality Control Organization. This inspector
shal | have no business rel ationshi ps (owner, partner, operating officer,
distributor, salesman, or technical representative, inspector) with any
subcontractors involved with this project, or with any manufacturers,
suppliers or installers for any material or equi pnent provided as part of
this project.

2. Add the following to the table of article entitled "QC Specialists
Duties and Qualifications" as follows, including subnittal tags:

Qual i fication/ Experience Area of

in Area of Responsibility Responsi bility Fr equency

NACE Coating | nspector Surface preparation
coating application,

and testing.

In Article entilted "Accreditation Requirenents,
inthe first sentence, after "Construction materials
| aboratories,"” insert "except
seal ant materials."

EE R R R R R R R R R E R R R R R REEERERE R EEEE R R E R R R R R
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NOTE: Suggestions for inprovenent of this
specification will

Full time during
coating system
application testing,
surface preparation
coating application

and initial curing,
testing, and repair
wor k.

approxi mately 1.12.1,

testing

| aboratories for testing of coating and

be wel coned using the Navy

"Change Request Forns" subdirectory located in
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SPECSI NTACT in Jobs or Masters under
"Forns/ Docunents" directory or DD Form 1426.
Suggestions shoul d be forwarded to:

Commander

Naval Facilities Engi neering Comand

Engi neering Innovation and Criteria Ofice, Code ElICO
1510 G | bert Street

Nor f ol k, VA 23511-2699

FAX: (757) 322-4416 or
Enmai | ; cgs@fdl ant. navfac. navy. m |

EE R R R R R R R R R R R R R R R R R R R I R R R I O R

-- End of Section --
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